
LUNAd MB
Installation 20211029

Y20 (G0)
Y10 / Y1 (24V AC/DC)
Y2 (G0)
0-10 V DC
G (24V AC/DC)
G0 (0V)
0-10 V DC
Temp. sensor
Cond. sensor
Modbus +
Modbus -

LUNAd RE-1 MB
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LUNAd RE-S-MB

Zone 1 Zone 2

Pos. Type Description

1 KL-A Power cable

2 KL-B Signal and Power cable

3 KL-C Regulator cable

G0
24V AC/DC
G0
0-10 V DC
G (24V AC/DC)
G0 (0V)
0-10 V DC
Temp. sensor/Occupancy
Cond. sensor
Modbus +
Modbus -

~24V AC


